SAVIN ENGINEERS, P.C.
3 CAMPUS DRIVE
PLEASANTVILLE, NY 10570



SAVIN ENGINEERS, P.C.
3 CAMPUS DRIVE
PLEASANTVILLE, NY 10570
~—
()
] i ] i
| ———
NAMEPLATE SCHEDULE ——
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A-1 STORMWATER PUMP STATION NO. 1 | NAMEPLATE E ~
A-2 CONTROL POWER ON INDICATOR  LIGHT E i
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A-8 PUMP 1 ON INDICATOR  LIGHT E JiF
A-9 PUMP 1 OFF INDICATOR LIGHT E o
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A—10 PUMP 1 OVERLOAD INDICATOR  LIGHT e
A—11 PUMP 1 HIGH TEMPERATURE INDICATOR  LIGHT )
A-12 PUMP 1 LEAK DETECTION INDICATOR  LIGHT —
A-13 PUMP NO. 2 NAMEPLATE
A-14 PUMP 2 START PUSHBUTTON
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A-16 PUMP 2 ON INDICATOR  LIGHT
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DETAIL 4 — PUMP STATION CONTROL PANEL
(NEMA 4X STAINLESS STEEL) 9_,?
TYPICAL ALL PUMP STATIONS gﬁz‘ =
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