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 W/ 6" x 6" PVC COLUMN WRAP

(RE: SPEC. SECTION 064400)
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A303

ASPHALT SHINGLE ROOF SYSTEM

RE: SPEC. SECTION 073113 OVER

5/8" PLYWOOD DECK

VINYL CLAD INSULATED/LOW E

WOOD WINDOWS, RE: SPEC

SECTION 085200 WITH OPERABLE

PREFINISHED ALUMINUM SHUTTERS

STYLE "K" PRE- FINISHED METAL

GUTTERS AND DOWNSPOUTS

FIBER CEMENT SIDING (6"

EXPOSURE)  RE: SPEC.

SECTION 074600

6 x 6 COLUMN (TYP.) RE: SPEC.

SECTION 064400

FIBER CEMENT BOARD TRIM RE:

SPEC. SECTION 074600

NOTES:

1. TOP OF WINDOW / DOOR OPENING @

ELEV. 108'-0"

2. PROVIDE HURRICANE PROTECTION

SHUTTERS AT ALL LOCATIONS SHOWN

ON ELEVATIONS. RE: NOTE #3 ON

HEAD, JAMB, & SILL DETAILS SHEET

A503 FOR SPECIFIED SYSTEMS.

ALTERNATES

NOTE:  REFER TO SPEC SECTION 012300 FOR

ALL BID ALTERNATES.
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NOTES:

1.  PROVIDE SPRAY FOAM INSULATION (R-16 RE; SPEC.

    SECTION 072100); TO INSIDE FACE OF METAL WALL

    PANELS AND 2 x 4 WOOD STUDS @ 16" O.C. AND 1/2"

    PLYWOOD SHEATHING AT INTERIOR SIDE.

2.  PROVIDE 2 x 6 STUDWALL @ 16" 0.C. WITH 1/2

     PLYWOOD EACH SIDE WITH SPRAY FOAM

     INSULATION (R-16 RE: SPEC. SECTION 072100) IN

     CAVITY.

3.  PROVIDE NOMINAL 8" CMU 10'-0" HIGH WITH 8" HOLLOW CORE PLANKS AT

     CEILING.  ALL JOINTS, PENETRATIONS, OPENINGS NEED TO BE

     PROTECTED WITH 1-HOUR MIN. SEALANT AT FIRE PUMP ROOM.

4.  CONSTRUCT TOILET ROOM WITH 2X6 AND 2X4 WOOD STUDS (AS NOTED).

     WALLS TO BE 8'-0" HIGH WITH 2X6 JOISTS AT 16" O.C. WITH 5/8" PLYWOOD

     DECK.

5.  REFER TO LIFE SAFTEY PLAN FOR FIRE EXTINGUISHER LOCATIONS.

CONCRETE COLUMN

PEDESTAL (2' x 2' x 2'

TYPICAL 6 PLACES) RE:

STRUCTURAL DWGS.

REFER TO NOTE 3

PRE-FINISHED METAL

WALL PANELS

PRE-ENGINEERED STEEL

WALL GIRTS

DIMENSION TO

FACE OF STUD

1/A-405

3
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2/A-405

OF COLUMN

AND WALL

C

L

CONCRETE

SPLASH BLOCKS

(12" x 24") @

EACH D.S.

404

CONCRETE COLUMN

PEDESTAL (2' x 2 - 8" x 2'

TYPICAL 6 PLACES) RE:

STRUCTURAL DWGS.

REFER TO NOTE 1

1/A-904 2/A-904

F.D.

EYEWASH
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TOILET

ROOM
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UTILITY SINK

NORTH

3/A-904
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REFER TO NOTE 4

(TOILET ROOM)

2X6 STUD WALL

2X4 STUD WALL

PRE-FINISHED METAL

WALL PANELS @ CLG. OF

VAN PARKING AREA

FIRE RATED

ASSEMBLY

DETAILS

HEAD
JAMB SILL

MARK

SIZE

TYPE

FRAME HDWR.

REMARKS

OPENING    SCHEDULE  

DOOR

 









ELEV.































































 































HARDWARE SCHEDULE - MAINTENANCE

GENERAL HARDWARE NOTES:

1.  REFER TO SPECIFICATION SECTION 087100 FOR QUALITY OF ALL

     HARDWARE ITEMS.


















HARDWARE SET No. 33

3 EA.     HINGE BALL BEARING 4 1/2" x 4 1/2"

1 EA.     STOREROOM LOCKSET W/ LEVER TRIM

1 EA.     DOOR CLOSER X PTD. COVER

1 EA.     DOOR SWEEP

1 SET    WEATHERSTRIPPING

1 EA.     FLOOR STOP

3 EA.     DOOR SILENCERS

HARDWARE SET No. 34

3 EA.     HINGE BALL BEARING 4 1/2" x 4 1/2"

1 EA.     STOREROOM LOCKSET W/ LEVER TRIM

1 EA.     DOOR CLOSER X PTD. COVER

1 SET    WEATHERSTRIPPING

1 EA.     FLOOR STOP

1 EA.     THRESHOLD (SADDLE TYPE)

3 EA.     DOOR SILENCERS

HARDWARE SET No. 35

6 EA.     HINGE BALL BEARING 4 1/2" x 4 1/2"

1 EA.     STOREROOM LOCKSET W/ LEVER TRIM

1 EA.     DOOR CLOSER X PTD. COVER

1 SET    WEATHERSTRIPPING

1 EA.     FLOOR STOP

1 EA.     THRESHOLD (SADDLE TYPE)

3 EA.     DOOR SILENCERS

1 EA.     SET OF FLUSH BOLTS ON INACTIVE LEAF

NOTE:  ALL HARDWARE TO BE STAINLESS STEEL DUE TO THE CORROSIVE

NATURE OF THE SPACE.

HARDWARE SET No. 36

ALL HARDWARE BY OVERHEAD DOOR SUPPLIER

  






























 






































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